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BKBBWR KDM

P(021

PLAN
NORTH

FIRST FLOOR AREA A ( ELECTRICAL TELECOMMUNICATIONS
TAGGED NOTES

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT
LOCATION WITH HVAC CONTROLS CONTRACTOR.

T4 PROVIDE 1(4" CONDUITS FOR LOW VOLTAGE CABLING FROM TR3 TO
PERFORMANCE AREA, ROUTE CONDUITS TIGHT TO STRUCTURE.

T5 12" WIDE CABLE TRAY.

T14 DATA DEVICES FOR WALL MOUNTED PROJECTOR.

T21 WEATHER PROOF WIRELESS ACCESS POINT SHALL BE BID OPTION #3.
LOCATE UNDER EAVE OF ROOF

T31 AVOID PLACING JUNCTION BOXES IN NON(ACCESSIBLE CEILING WHERE
FEASIBLE.

T32 EXTEND DATA CABLING FROM JUNCTION BOX IN WALL TO DATA OUTLETS
MOUNTED WITHIN CASEWORK.  EXTEND IN FLEXIBLE CONDUIT.

T33 PROVIDE QUAD DATA OUTLET IN STAGE FLOOR BOX, (REFER TO TAGGED
NOTE E22 ON SHEET EP111 AND SHEET AV(003 FOR ADDITIONAL
INFORMATION).

T35 4(4" CONDUITS WITH 6 CELL FABRIC MESH ACROSS CORRIDOR, ROUTED
ABOVE HARD CEILING FOR FIBER ROUTING BETWEEN TR2  AND TR3.

T37 PROVIDE 2(4" CONDUITS FOR LOW VOLTAGE CABLING FROM PERFORMANCE
CONTROL ROOMS (TR6) TO PERFORMANCE AREA, ROUTE THROUGH
MECHANICAL ROOM 2C12 FLOOR SLAB AND TERMINATE ABOVE FIRST
FLOOR CEILING AT CABLE TRAY.

T41 MOUNT DATA OUTLET TO FACE OF STAGE.

2'

SCALE AT FULL SIZE: 1/8" = 1'(0"

0 4' 8' 16' 24'

ELECTRICAL TELECOMMUNICATIONS GENERAL NOTES (APPLICABLE TO ALL TELECOMM SHEETS)

14 REFER TO LIFE SAFETY FL(101 AND FL(102 FOR RATED WALLS. PROVIDE FIRE RATED PENETRATIONS AS
REQUIRED. WHERE CABLE TRAY PASSES THROUGH RATED WALLS, PROVIDE APPROVED CABLE TRAY FIRE
PENETRATION ASSEMBLIES.

15 REFER TO ATFP COMPLIANCE PLAN, SHEET G006 FOR ADDITIONAL INFORMATION.

16 REFER TO SHEETS FL(001, FL(101, AND FL(102 FOR FOR RIATINGS OF FLOORS, PARTITIONS, ETC.  SEAL
PENETRATIONS AS REQUIRED WHEN PASSING THROUGH RATED FLOORS AND WALLS.  PROVIDE FIRE RATED
BARRIER PASS THROUGH SYSTEMS WHEN CABLE TRAY PASSES THROUGH FIRE RATED WALLS.

17 WHEN INSTALLING CONDUIT, PIPE, OR ANY OTHER WORK IN INSULATED CONCRETE FORM (ICF) WALLS, THE
RESPONSIBLE SUBCONTRACTOR FOR THE WORK SHALL PROVIDE SPRAY FOAM INSULATION TO PATCH THE RIGID
INSULATION TO MAINTAIN FULL INTEGRITY OF THE INSULATING VALUE OF THE WALL AFTER THE MECHANICAL
AND ELECTRICAL WORK IS COMPLETE. FURTHERMORE ALL NEW WORK SHALL NOT BE INSTALLED IN CONCRETE
CENTER OF WALL.  ALL MECHANICAL AND ELECTRICAL INSTALLATIONS SHALL BE ON THE INTERIOR SIDE OF THE
CONCRETE.

18 REFER TO THE AV AND FA SERIES SHEETS FOR ADDITIONAL DEVICE BOX AND CONDUIT ROUGH(IN
REQUIREMENTS.  THE ELECTRICAL CONTRACTOR SHALL PROVIDE ALL ROUGH(INS, FLOORBOXES, CONDUITS,
PULL BOXES, ETC

ELECTRICAL TELECOMMUNICATIONS GENERAL NOTES (APPLICABLE TO ALL TELECOMM SHEETS)

6 REFER TO ARCHITECTURAL PLANS FOR EXPANSION JOINT LOCATION.  ALL CONDUITS CROSSING EXPANSION
JOINTS SHALL HAVE APPROPRIATE EXPANSION FITTINGS.

7  REFER TO ARCHITECTURAL PLANS FOR FIRE WALLS.  CABLE TRAY SHALL NOT PASS THROUGH A FIRE WALL.
 TRANSITION TO 4" CONDUITS WHEN CROSSING THROUGH FIRE RATED WALLS.

8 REFER TO SHEET G005 FOR TYPICAL DEVICE MOUNTING HEIGHTS AND LOCATIONS.

9 REFER TO TYPICAL CLASSROOM TEACHING WALL ELEVATION DETAIL (#5) ON SHEET EP502 FOR TYPICAL
ARRANGEMENT OF DEVICES ON SMARTBOARD (TEACHING) WALL.

10 REFER TO SHEETS A111 THROUGH A125 AND  ELEVATIONS D(CC, D(COM, AND D(CTRL ON SHEET G005 FOR
PLACEMENT OF LIGHT SWITCHES, INTERCOMS, PHONES, CLOCKS, THERMOSTATS, AND CO2 SENSORS.

11 REFER TO SHEET G005 FOR TYPICAL DEVICE MOUNTING HEIGHTS.

12 THE CEILING SPACE IN THE PERFORMANCE 1C47 AND STAGE 1C47.1 WILL BE PAINTED BLACK. THERE SHALL BE
NO OPEN CABLING IN CEILING SPACE, ALL CABLE AND WIRING SHALL BE IN CONDUIT TO ALLOW FOR PAINTING.

13 REFER TO SHEET G(010 BID OPTIONS FOR ADDITIONAL INFORMATION ON BID OPTIONS.

ELECTRICAL TELECOMMUNICATIONS GENERAL NOTES (APPLICABLE TO ALL TELECOMM SHEETS)

1 REFER TO POWER SHEETS FOR ALL COMBINATION POWER/COMMUNICATIONS FLOORBOXES AND POKE THRUS
(FLOORBOXES AND POKE THRUS NOT SHOWN ON ELECTRICAL TELECOMMUNICATIONS SHEETS FOR CLARITY.

2 ALL CONDUITS WITHIN GYMNASIUM SHALL BE CONCEALED WITHIN WALLS.  WHERE CONDUITS ARE EXPOSED FOR
FINAL CONNECTIONS TO PENDANT MOUNTED LIGHT FIXTURES, MOTORIZED BASKETBALL GOALS, OR OTHER
EXPOSED EQUIPMENT/DEVICES, THE CONDUITS SHALL BE ROUTED TIGHT AND PARALLEL OR PERPENDICULAR TO
STRUCTURAL MEMBERS AND SHALL REMAIN CONCEALED UP TO THE CEILING STRUCTURE ELEVATION. ALL
CONDUITS WITHIN GYMNASIUM SHALL BE CONCEALED WITHIN WALLS.  WHERE CONDUITS ARE EXPOSED FOR
FINAL CONNECTIONS TO PENDANT MOUNTED LIGHT FIXTURES, MOTORIZED BASKETBALL GOALS, OR OTHER
EXPOSED EQUIPMENT/DEVICES, THE CONDUITS SHALL BE ROUTED TIGHT AND PARALLEL OR PERPENDICULAR TO
STRUCTURAL MEMBERS AND SHALL REMAIN CONCEALED UP TO THE CEILING STRUCTURE ELEVATION.

3 PROVIDE CAGES AROUND ALL WALL MOUNTED DEVICES IN GYMNASIUM.

4 ANY LOW VOLTAGE CABLING ROUTED BELOW SLAB SHALL BE EXTERIOR RATED.

5 REFER TO TYPICAL CLASSROOM TEACHING WALL ELEVATION ON SHEET E502 FOR ADDITIONAL INFORMATION ON
LOCATION OF DEVICES.
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TAGGED NOTES

E23 REFER TO ENLARGED KITCHEN PLAN SHEET EP404.

E62 120V CONNECTION TO MOTORIZED WINDOW ROLLER SHADES.  EXTEND
CONTROL WIRING FROM SHADES TO CONTROLLER (REFER TO
ARCHITECTURAL PLANS AND SPECS FOR ADDITIONAL INFORMATION).

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT
LOCATION WITH HVAC CONTROLS CONTRACTOR.

T3 PROVIDE 2'4" CONDUITS FOR LOW VOLTAGE CABLING FROM TR3 TO
ADMINISTRATIVE AREA.  ROUTE CONDUITS ABOVE CEILING IN CANYON
SPACE, FOLLOW DUCTWORK IN THIS SAME AREA.

T5 12" WIDE CABLE TRAY.

T10 3'4" CONDUITS WITH 6 CELL FABRIC MESH ACROSS CORRIDOR, ROUTED
ABOVE HARD CEILING.  BEND CONDUITS TO MISS STRUCTURAL BEAMS
AT WALLS.

T20 DATA DROP FOR THE IP BASED VIDEO INTERCOM SYSTEM DEVICES,
REFER TO EY SHEETS AND SHEET ES103 FOR LOCATIONS OF DEVICES

T22 MOUNT WIRELESS ACCESS POINT 14'AFF, ON WALL.

T26 TURN CONDUITS OUT OF GYM AND EXTEND ABOVE HARD CEILING IN
COMMONS AREA.  REFER TO SHEET ET125 FOR CONTINUATION.

T32 EXTEND DATA CABLING FROM JUNCTION BOX IN WALL TO DATA OUTLETS
MOUNTED WITHIN CASEWORK.  EXTEND IN FLEXIBLE CONDUIT.

T34 DATA CONNECTION FOR ACCESS CONTROL PANEL

T35 4'4" CONDUITS WITH 6 CELL FABRIC MESH ACROSS CORRIDOR, ROUTED
ABOVE HARD CEILING FOR FIBER ROUTING BETWEEN TR2  AND TR3.

T38 POWER/TELECOMMUNICATIONS FLOOR BOX (OR POKE THRU AS
APPLICABLE).  REFER TO POWER PLANS FOR ADDITIONAL INFORMATION.

T40 3'4" CONDUIT SLEEVES FROM TR3 TO TR5.

2'
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FIRST FLOOR AREA C $ ELECTRICAL TELECOMMUNICATIONS

TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'$0" AFF.  CIRCUIT TO NEAREST
RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.  CLOCKS SHALL BE LOCATED AT
EDGE OF DRY ERASE BOARDS (ON SMARTBOARD SIDE) WHERE DRY ERASE BOARDS ARE
IN THE VICINITY OF THE CLOCK OUTLET.

E62 120V CONNECTION TO MOTORIZED WINDOW ROLLER SHADES.  EXTEND CONTROL WIRING
FROM SHADES TO CONTROLLER (REFER TO ARCHITECTURAL PLANS AND SPECS FOR
ADDITIONAL INFORMATION).

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT LOCATION WITH
HVAC CONTROLS CONTRACTOR.

T7 ROUTE 5$4" CONDUITS WITH 6 CELL FABRIC MESH FROM TR1 TO TR2, TR3, TR4 (VIA TR2),
TR5 (VIA TR3) AND PERFORMANCE CONTROL ROOM TR6.  ONE (1) CONDUIT PER EACH
CLOSET.  EXTEND FROM CABLE TRAY TO PULL BOX ABOVE ACCESSIBLE CEILING SPACE.
EXTEND CONDUITS INTO GYM, TURN UP IN TO GYM TO ABOVE SECOND FLOOR CEILING
LINE (IN COMMONS SPACE).

T13 DUAL DATA OUTLET IN LOWEST FACE OF BLEACHER RISER.  EXTEND FLEXIBLE
CONDUIT/WIRING TO JUNCTION BOX ON WALL BEHIND BLEACHER. COMBINE ALL CABLING
IN A COMMON FLEXIBLE BUNDLE.  ROUTE THROUGH THE BLEACHER STRUCTURE,
ARRANGED TO MOVE WITH BLEACHERS.

T20 DATA DROP FOR THE IP BASED VIDEO INTERCOM SYSTEM DEVICES, REFER TO EY SHEETS
AND SHEET ES103 FOR LOCATIONS OF DEVICES

T22 MOUNT WIRELESS ACCESS POINT 14'AFF, ON WALL.

T23 EXTEND CONDUITS UP TO INTO GYM ROOF STRUCTURE AND EXTEND TO SOUTHWEST
CORNER AND TURN.

T24 42" TALL BY 42" WIDE BY 11" DEEP WALL MOUNTED ENCLOSURE.

T26 TURN CONDUITS OUT OF GYM AND EXTEND ABOVE HARD CEILING IN COMMONS AREA.
REFER TO SHEET ET125 FOR CONTINUATION.

T27 PROVIDE ROUGH$IN BOX FOR AV ROUGH$IN TO FRONT FACE OF BLEACHER. REFER TO AC
SERIES SHEETS FOR ADDITIONAL INFORMATION.

2'

SCALE AT FULL SIZE: 1/8" = 1'$0"

0 4' 8' 16' 24'

REFER TO SHEET ET111
FOR GENERAL NOTES
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TAGGED NOTES

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE
EXACT LOCATION WITH HVAC CONTROLS CONTRACTOR.

T9 3&4" CONDUITS WITH 6 CELL FABRIC MESH BETWEEN TR2 AND
TR4.

T10 3&4" CONDUITS WITH 6 CELL FABRIC MESH ACROSS CORRIDOR,
ROUTED ABOVE HARD CEILING.  BEND CONDUITS TO MISS
STRUCTURAL BEAMS AT WALLS.

T21 WEATHER PROOF WIRELESS ACCESS POINT SHALL BE BID
OPTION #3. LOCATE UNDER EAVE OF ROOF

T38 POWER/TELECOMMUNICATIONS FLOOR BOX (OR POKE THRU AS
APPLICABLE).  REFER TO POWER PLANS FOR ADDITIONAL
INFORMATION.
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SCALE AT FULL SIZE: 1/8" = 1'&0"
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NORTH

FIRST FLOOR AREA E % ELECTRICAL TELECOMMUNICATIONS

TAGGED NOTES

E23 REFER TO ENLARGED KITCHEN PLAN SHEET EP404.

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT
LOCATION WITH HVAC CONTROLS CONTRACTOR.

T20 DATA DROP FOR THE IP BASED VIDEO INTERCOM SYSTEM DEVICES, REFER
TO EY SHEETS AND SHEET ES103 FOR LOCATIONS OF DEVICES

T21 WEATHER PROOF WIRELESS ACCESS POINT SHALL BE BID OPTION #3.
LOCATE UNDER EAVE OF ROOF

T22 MOUNT WIRELESS ACCESS POINT 14'AFF, ON WALL.

T26 TURN CONDUITS OUT OF GYM AND EXTEND ABOVE HARD CEILING IN
COMMONS AREA.  REFER TO SHEET ET125 FOR CONTINUATION.

T38 POWER/TELECOMMUNICATIONS FLOOR BOX (OR POKE THRU AS
APPLICABLE).  REFER TO POWER PLANS FOR ADDITIONAL INFORMATION.
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FIRST FLOOR AREA F % ELECTRICAL TELECOMMUNICATIONS

TAGGED NOTES

E1 120V POWER FOR DIGITAL CLOCK, MOUNT AT 8'%0" AFF.  CIRCUIT TO
NEAREST RECEPTACLE CIRCUIT IF CIRCUITING IS NOT SHOWN.
CLOCKS SHALL BE LOCATED AT EDGE OF DRY ERASE BOARDS (ON
SMARTBOARD SIDE) WHERE DRY ERASE BOARDS ARE IN THE
VICINITY OF THE CLOCK OUTLET.

E45 POWER SUPPLY FOR ELECTRIFIED DOOR.  REFER TO DOOR DETAILS
ON SHEET E508 AND E509 FOR ADDITIONAL INFORMATION.

T7 ROUTE 5%4" CONDUITS WITH 6 CELL FABRIC MESH FROM TR1 TO TR2,
TR3, TR4 (VIA TR2), TR5 (VIA TR3) AND PERFORMANCE CONTROL
ROOM TR6.  ONE (1) CONDUIT PER EACH CLOSET.  EXTEND FROM
CABLE TRAY TO PULL BOX ABOVE ACCESSIBLE CEILING SPACE.
EXTEND CONDUITS INTO GYM, TURN UP IN TO GYM TO ABOVE
SECOND FLOOR CEILING LINE (IN COMMONS SPACE).

T11 RELOCATE EXISTING APC IN ROW RD, AIR COOLED UPS COOLING
SYSTEM (ACRD100%300MM) AND UPS FROM EXISTING HIGH SCHOOL,
TOTAL OF TWO (2) UPS'S FOR A TOTAL OF 20KW AND ONE COOLING
RACK.  RELOCATE ALL COMPONENTS FROM EXISTING MODULAR
BUILDING BEHIND HIGH SCHOOL ON PURVIS ROAD (HS LOCATED
BEHIND THE NEW CROSSROADS ELEMENTARY) AND INSTALL IN
SERVER ROOM.  MOUNT TWO (2) CONDENSING UNITS ON ROOF AND
PIPE IN ACCORDANCE WITH MANUFACTURERS RECOMMENDATIONS.
PROVIDE CAT5 CABLE BETWEEN UPS UNITS FOR COMMUNICATIONS.

T20 DATA DROP FOR THE IP BASED VIDEO INTERCOM SYSTEM DEVICES,
REFER TO EY SHEETS AND SHEET ES103 FOR LOCATIONS OF
DEVICES

T23 EXTEND CONDUITS UP TO INTO GYM ROOF STRUCTURE AND
EXTEND TO SOUTHWEST CORNER AND TURN.

T24 42" TALL BY 42" WIDE BY 11" DEEP WALL MOUNTED ENCLOSURE.

T26 TURN CONDUITS OUT OF GYM AND EXTEND ABOVE HARD CEILING IN
COMMONS AREA.  REFER TO SHEET ET125 FOR CONTINUATION.

T28 EXISTING RELOCATED APC IN ROW RD COOLING SYSTEM MAIN
RACK.

T29 EXISTING RELOCATED APC (SYMMETRA SERIES) UPS 10KW RACK.

T30 DODEA LAN RACK.
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PLAN
NORTH

SECOND FLOOR AREA A ' ELECTRICAL
TELECOMMUNICATIONS

TAGGED NOTES

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE EXACT LOCATION WITH
HVAC CONTROLS CONTRACTOR.

T15 PROVIDE ACOUSTICAL GRADE CABLE PASS THROUGH PANEL BETWEEN CONTROL ROOM
AND TV STUDIO.  PASS THROUGH SHALL ALLOW LOW VOLTAGE CABLES TO PASS
THROUGH AN INSULATED HINGED DOOR WITH SOUND PROOFING.  ACOUSTIC SCIENCE
CORPORATION OR APPROVED EQUAL.  MOUNT AT 18" AFF.

T17 WALL MOUNTED SWING GATE EQUIPMENT RACK.

T36 TURN CONDUIT(S) DOWN ABOVE WALL MOUNTED RACK, EXEND CONDUIT TO RACK AS
REQUIRED.

T37 PROVIDE 2'4" CONDUITS FOR LOW VOLTAGE CABLING FROM PERFORMANCE CONTROL
ROOMS (TR6) TO PERFORMANCE AREA, ROUTE THROUGH MECHANICAL ROOM 2C12
FLOOR SLAB AND TERMINATE ABOVE FIRST FLOOR CEILING AT CABLE TRAY.

T38 POWER/TELECOMMUNICATIONS FLOOR BOX (OR POKE THRU AS APPLICABLE).  REFER TO
POWER PLANS FOR ADDITIONAL INFORMATION.
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REFER TO SHEET ET111
FOR GENERAL NOTES
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PLAN
NORTH

SECOND FLOOR AREA B ' ELECTRICAL
TELECOMMUNICATIONS

TAGGED NOTES

T1 DATA CONNECTION FOR DDC CONTROL PANEL.  COORDINATE
EXACT LOCATION WITH HVAC CONTROLS CONTRACTOR.

T3 PROVIDE 2'4" CONDUITS FOR LOW VOLTAGE CABLING FROM TR3 TO
ADMINISTRATIVE AREA.  ROUTE CONDUITS ABOVE CEILING IN
CANYON SPACE, FOLLOW DUCTWORK IN THIS SAME AREA.

T7 ROUTE 5'4" CONDUITS WITH 6 CELL FABRIC MESH FROM TR1 TO TR2,
TR3, TR4 (VIA TR2), TR5 (VIA TR3) AND PERFORMANCE CONTROL
ROOM TR6.  ONE (1) CONDUIT PER EACH CLOSET.  EXTEND FROM
CABLE TRAY TO PULL BOX ABOVE ACCESSIBLE CEILING SPACE.
EXTEND CONDUITS INTO GYM, TURN UP IN TO GYM TO ABOVE
SECOND FLOOR CEILING LINE (IN COMMONS SPACE).

T8 ROUTE 5'4" CONDUITS WITH 6 CELL FABRIC MESH ABOVE HARD
CEILING IN COMMONS AREA.

T15 PROVIDE ACOUSTICAL GRADE CABLE PASS THROUGH PANEL
BETWEEN CONTROL ROOM AND TV STUDIO.  PASS THROUGH SHALL
ALLOW LOW VOLTAGE CABLES TO PASS THROUGH AN INSULATED
HINGED DOOR WITH SOUND PROOFING.  ACOUSTIC SCIENCE
CORPORATION OR APPROVED EQUAL.  MOUNT AT 18" AFF.

T25 PULL BOX FOR 4'4" COMMUNICATIONS CONDUITS.

T36 TURN CONDUIT(S) DOWN ABOVE WALL MOUNTED RACK, EXEND
CONDUIT TO RACK AS REQUIRED.

T39 DATA OUTLETS (ON NORTH/SOUTH/WEST WALLS ONLY) IN 2
CHANNEL 6000 SERIES WIREMOLD, COORDINATE WITH AV SERIES
SHEETS.

T40 3'4" CONDUIT SLEEVES FROM TR3 TO TR5.
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T8 ROUTE 5%4" CONDUITS WITH 6 CELL FABRIC MESH ABOVE HARD CEILING IN
COMMONS AREA.
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